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£l s, LEOEHT TH-HEYimt G} Trung T4m Thir Nghiém VLXD XTEST Ha N&i
HD: 90120/XTHanoi-RD / XTEST Hanoi Building Materials Test Center - LAS XD 1684

Dia chi/Add: No 18, 495/1/30 Nguyen Trai, Thanh Xuan, Ha Noi

BAO CAO THU NGHlEM / TEST REPORT Lién hé/Contacts: 0869 129 209 / hn@xtest.vn / www.xtest.vn

NAP HO GA, SONG CHAN RAC

/ GULLY TOPS AND MANHOLE TOPS Ha Noi, 18/07/2020

Trang/Page(s): 1/1

Khach hang/client: Cong ty TNHH Thwong mai va Chiéu sang Rang Bong
Dja chi: $6 1321, du'éng Gidi Phéng, t6 11, phurong Hoang Liét, quan Hoang Mai, Tp. Ha Néi
Yéu cau/Request: Thir tai sdn phdm nap hé ga
Tén m3u/Sample name: ~ N&p h& ga Composite khung vudng 4m 850x850x75mm, ndp tron D650mm
Cap tai/Class: 40.0 tan
Xuat x&/Source: Céng ty TNHH Thuong mai va Chi€u sdng Rang Péng

Mb t& miu/Description: 1 mau nguyén
PP thir /Test menthod: BS EN 124-1:2015 Ngay nhan mau/Received date: 18/07/2020
Ngay thir nghiém/Tested date: 18/07/2020
KET QUA THU NGHIEM / TEST RESULT

STT/ Tén chi tiéu Don vi Két qua Yéu ciu/Requests
No. /Characteristics JUnits /Results BS EN 124:2015
1 |Kich thuéc/Dimensions
+ Chiéu dai/Length mm 850.0 -
+ Chiéu rong/width mm 850.0 § -
3 Khodng théng thuy cho céng tac I3p dit, sra chita e -

/Clear openings of manhole tops for man entry - CO

3 |X&c dinh bién dang duw/Determine the permanent set

+ Pudng kinh t&m 18t/Diameter of test blook mm 305.00 250.00
+ Tai trong thir/Test load kN 266.67 266.67
+ Bién dang du sau 5 [an thu /Measurement of the s 0.76 <€0/300=2.017 *
permanent of the cover after five times
4 Thir tai & tai trong thiét k&
/Application of the test load
+ Dudng kinh td&m |6t/Diameter of test blook mm 250.00 250.00
+ Tai trong thit/Test load kN 400.00 400.00
+ Thoi gian duy trl t3i/Time maintained of test load s 30.0 30+ 32
+ Mau sau khi thir /Sample status afer testing Khéng hdng/Undamaged | Khéng hdng/undamaged
(*) - D6 vBng yéu clu cho logi 2250 kN vdi CO 2 300mm va c6 co cu khéa gitra khung va ndp
Nhén xét/Remark : K&t qud thir nghiém phu hgp tai trong yéu ciu/ Test results meet the requested load
THU NGHIEM VIEN TRUNG TAM XTEST HA NOI

Test by XTEST Ha Noi Center
Trudng phong TN./ Chief ofAX8

P "
Phi Binh Dinh
BM 17.02-123
GhichifNote: 1. K&t qua chi c6 gid tri trén miu thir (Khich hang mang t6i} / The results are only valid for the tested sample(s). ISO/IEC 17025:2005
2. Chi durge sao chép mét phin két qua thir nghiém (Duoc sao chép todn bd) khi cé sy ddng ¥ bing vin Developed by

ban clia XTEST Ha N§i./ May only be copied a parts of test report (Allow full) only with @ written acceptance by XTEST Ha Noi. XTEST Vietnam



